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 1/16" = 1'-0"
FIRE AND LIFE SAFETY PLAN - ATTIC
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FIRE AND LIFE SAFETY PLAN - CRAWL
SPACE

1

 1/16" = 1'-0"

FIRE AND LIFE SAFETY PLAN - GROUND
FLOOR

3

CODE SUMMARY

NORTH

NORTH NORTH

BUILDING CODE:

2009 NFPA 101 LIFE SAFETY CODE

2009 INTERNATIONAL BUILDING CODE (IBC)

UNIFORM FEDERAL ACCESSIBILITY STANDARDS (UFAS) - INCLUDING
VA SUPPLEMENT, BARRIER FREE DESIGN

ENERGY POLICY ACT OF 2005 (EPAct)

2009 NFPA NATIONAL FIRE CODES WITH THE EXCEPTION OF NFPA
5000 AND NFPA 900

2011 NATIONAL ELECTRICAL CODE (NEC)

2009 NATIONAL STANDARD PLUMBING CODE

2009 INTERNATIONAL MECHANICAL CODE

2009 INTERNATIONAL FUEL GAS CODE

OCCUPATIONAL, SAFETY AND HEALTH ADMINISTRATION (OSHA)
STANDARDS

OCCUPANCY GROUP  CLASSIFICATION:
NEW HEALTH CARE (NFPA)
I-2 (IBC)

TYPE OF CONSTRUCTION:
TYPE II (222) - (NFPA)
1B (IBC)

NUMBER OF STORIES:
ONE (FUTURE SECOND)

SQUARE FOOTAGE / HEIGHT:
PSYCH UNIT: =  15,057 SF
MECH ROOMS: =  2,852 SF
TOTAL BUILDING: =  17,909 SF

LINK: =  1,471 SF

HEIGHT: =  30'-8"

OCCUPANT LOAD:
15,057 SF / 120 GROSS  =  126 OCCUPANTS (PSYCH UNIT)

2,852 / 300 GROSS =  10 OCCUPANTS (MECH)

1,471 SF / 100 GROSS =  15 OCCUPANTS (LINK)
TOTAL OCCUPANTS =  151 OCCUPANTS   

EXITS REQUIRED:
2

EXITS PROVIDED:
3

SMOKE DETECTION:
PER 2009 NFPA 101 LIFE SAFETY CODE

FIRE PROTECTION:
FULLY SPRINKLED - QUICK RESPONSE - GROUND LEVEL ONLY

No REVISION DATE


